NOTES:
1. ALL REINFORCING STEEL SHALL HAVE 2-1/2" CLEAR COVER OF CONCRETE.
2. PROVIDE WATER TIGHT GROUT JOINT BETWEEN BASE OF POLE AND CONCRETE.
3. PROVIDE 3/8" EXPANSION JOINT WHEN PLACED IN A SIDEWALK AREA (TYP).
4. 1-1/2" MINIMUM CONDUIT. TYPE AND SIZE CONDUIT BETWEEN BASES AS SHOWN ON THE PLANS. USE OF NON–METALLIC CONDUIT IS PERMISSIBLE. CONDUIT SHALL BE PLACED WITHIN THE BACK 12" OF NEW OR PROPOSED SIDEWALK LINE UNLESS OTHERWISE APPROVED.
5. ANCHOR BOLTS AND BOLT CIRCLE TO MEET MANUFACTURE SPECIFICATIONS. SET BOLT HEIGHT TO PERMIT DOUBLE LOCKNUT FOR ADJUSTMENT.
6. CHECK SHOP DRAWINGS TO ENSURE SHROUD COVERS ANCHOR BOLT PAD AND MAKE SURE ANCHOR BOLTS HAVE ENOUGH COVERAGE.