NOTES:
1. THE FOUNDATION IS DESIGNED FOR 2000 PSP AVERAGE SOIL LATERAL BEARING PRESSURE.
2. BOLT PATTERN PER MANUFACTURES SPECIFICATIONS.
3. FOR DETAILS NOT SHOWN USE MANUFACTURES SPECIFICATIONS AND DETAILS.
4. THE MINIMUM DISTANCE FROM FACE OF CURB TO THE FACE OF LUMINAIRE IS 2 FEET—6 INCHES.
5. INSTALL EXPANSION JOINTS ON THREE SIDES OF J–BOX.
6. FOUNDATION HOLES SHALL BE AUGURED. IF HOLES ARE DUG, BACKFILL SHALL MEET WSDOT/APWA SECTION 8–20.3 AND 2–09.3 (1) E.

CITY OF OLYMPIA

APPROVED BY: FRAN R. EIDE, PE
REVISED DATE: 9/1/2015
CITY ENGINEER

STD. DWG. NO.: 4–33A
LUMINAIRE FOUNDATION FOR PEDESTRIAN SCALE POLES