NOTE:
1. ALL MATERIAL AND WORK SHALL BE IN ACCORDANCE WITH THE REQUIREMENTS OF WSDOT STANDARD SPECIFICATIONS.
2. ALL CONCRETE SHALL BE CLASS 4000.
3. DESIGN OF CONCRETE PAVEMENT IS BASED ON A MINIMUM ALLOWABLE SOIL BEARING PRESSURE OF 1500 PSF.
4. IF SOIL BEARING PRESSURE IS LESS THAN 1500 PSF, STRUCTURAL DESIGN CHANGES SHALL BE MADE.
5. MAINTENANCE OF CEMENT CONCRETE SLAB WILL BE THE RESPONSIBILITY OF THE CITY OF OLYMPIA PUBLIC WORKS DEPARTMENT.
6. ALL MAINTENANCE REQUIRED WITHIN THE GRASS AREA SHALL BE THE RESPONSIBILITY OF THE ADJACENT PROPERTY OWNERS.
7. DRAINAGE DESIGN WILL BE REQUIRED.